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RMU CABLE SHEATH BONDING
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COPPER INSULATED CABLE MODIFIED

 

 

TEST POINT

LOCATION

INSULATION TO

REMOVED FOR

FUTURE ACCESS

TO SHEATH EARTH

120mm EARTH CABLE

(Except where stated)

All bend angles to be 90°   –0.5°

Bend Angle Rules

Schneider Electric Ltd, Leeds

RN2c 3x1c RING C/BOX EARTHING KIT

NOT TO SCALE

EARTH LUGS

POSITIONED

TO PROVIDE

MAXIMUM

CLEARANCE

INSULATED BOARD

ATTACHED TO

INSIDE OF BOX

RMU

120mm EARTH CABLE

SW1 (LH) CABLE BOX SW2 (RH) CABLE BOX

COPPER INSULATED CABLE EARTH BOND 
               

RN2c 3x1c R/SW C/B INTERNAL E/BAR (S/P)

M12 STD HEX NUT

M12 FORM A FLAT WASHER

M12 x 40 HEX HD SCREW
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