
 
 

 

 

Battery Energy Storage System application procedure 
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Eligibility criteria: 

 Single premise 

 Total aggregated capacity  >16A/phase and ≤32A/phase 

 Total aggregated capacity of the generating units (excluding 

BESS) ≤16A/phase  

  Total aggregated capacity of the BESS is ≤16A/phase 

 All generating units (including BESS) are EREC G83 type tested  

 EREC G100 compliant ELS limiting export ≤16A/phase 

 Generator must not operate in island mode 

 Submit “Enquiry – Export Limiting scheme” form (Appendix 6) 
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